
FIRST FLOOR FFE
0"

BOTTOM OF EAVE
11'-3 1/4"

4"

12"

1'-4"

PREFINISHED STANDING SEAM METAL ROOF

PREFINISHED METAL GUTTER

PREFINISHED METAL FASCIA

PREFINISHED SOFFIT PANEL
1 1/2" GALVANIZED METAL

FURRING @ 12" O.C.

BRICK VENEER
AIR SPACE

R-10 RIGID INSULATION

FLUID-APPLIED AIR/MOISTURE BARRIER

4X8X16 NOMINAL SMOOTH FACE CMU

CONCRETE SIDEWALK,
SEE CIVIL

THRU WALL FLASHING WITH
WEEP HOLES AT 24" O.C.

BAR JOIST, SEE STRUCTURAL

UNDERLAYMENT/WATERPROOF
BARRIER/SHEET MEMBRANE

METAL DECK, SEE STRUCTURAL

CONCRETE FOOTING, SEE
STRUCTURAL DRAWINGS

FILL CAVITY WITH SPRAY FOAM
INSULATION

5/8" GYPSUM WALL  BOARD CLOSURE
EXTEND GYPSUM WALL BOARD TO
DECK AND SEAL

SPRAY FOAM INSULATION (R-10) AT
UNDERSIDE OF ROOF DECK

R-40 RIGID INSULATION

8X8X16 NOMINAL CMU

D

INSULATED HOLLOW
METAL DOOR AND FRAME

BRICK VENEER SOLDIER COURSE

MECHANICAL ROOM
B39

EQ.

10'-0"

EQ.

8 3/8"

2'-6"

AS602
9 OPP.

AS142
3

1/2" EXTERIOR SHEATHING CLOSURE , EXTEND TO DECK AND SEAL- APPLY SHEET
MEMBRANE AIR/ MOISTURE BARRIER , EXTEND 4" MINIMUM ONTO DECK AND FASTEN

TOP EDGE W/ GALVANIZED ANCHOR BAR AND FASTENERS @ 12" O.C.

CONCRETE SLAB, SEE
STRUCTURAL DRAWINGS

FIRST FLOOR FFE
0"

BOTTOM OF EAVE
11'-3 1/4"

30

2'-
0"

6'-
0"

4"

12"

1'-4"

PREFINISHED STANDING SEAM METAL ROOF

PREFINISHED METAL GUTTER
PREFINISHED METAL FASCIA

PREFINISHED PERFORATED SOFFIT PANEL

1 1/2" GALVANIZED METAL FURRING @ 12" OC.BRICK VENEER

AIR SPACE

R-10 RIGID INSULATION

FLUID-APPLIED AIR/MOISTURE
BARRIER

1/2" EXTERIOR SHEATHING

4X8X16 NOMINAL SMOOTH
FACE CMU VENEER

8" GALVANIZED METAL STUDS, SEE
STRUCTURAL

PREFINISHED STOREFRONT WINDOW
SYSTEM

SMOOTH FACE CMU SILL BLOCK UNIT

CONCRETE FOOTING, SEE
STRUCTURAL

APPROXIMATE LINE OF GRADE, SEE CIVIL

THRU WALL FLASHING WITH WEEP HOLES AT
24" O.C. - TURN UP WALL 8" MINIMUM AND
SECURE TOP EDGE WITH TERMINATION BAR -
APPLY CONTINUOUS BEAD OF MASTIC AT
TOP EDGE OF TERMINATION BAR

GROUT FILL SOLID

BAR JOIST, SEE STRUCTURAL

CEILING AS SCHEDULED

5/8" GYPSUM WALL BOARD

STEEL BEAM, SEE STRUCTURAL

UNDERLAYMENT/WATERPROOF BARRIER/SHEET MEMBRANE

METAL DECK, SEE STRUCTURAL

BRICK VENEER ROWLOCK BAND

EXTEND GYPSUM WALL BOARD TO DECK AND SEAL

SPRAY FOAM INSULATION (R-10) AT
UNDERSIDE OF ROOF DECK

BRICK VENEER SOLDIER COURSE

SOLAR SHADING CANOPY - TYPE "B", SEE SHEET AS202

3'-
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2'-11 11/16"1'-
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CONFERENCE ROOM
A21

10'-0"

AS142
3

R-40 RIGID INSULATION

4"

4"

8"

2'-6"

AS604
2

AS604
1

PROVIDE 8" STRIP OF SHEET MEMBRANE AIR/ MOISTURE
BARRIER, LAP ONTO UNDERSIDE OF DECK 4" MINIMUM, ATTACH
WITH GALVANIZED ANCHOR BAR AND FASTENERS @ 12" O.C.

CONCRETE SLAB, SEE
STRUCTURAL DRAWINGS

FIRST FLOOR FFE
0"

AA

6'-
0"

1'-4"

2'-
0"

PREFINISHED METAL FASCIA

PREFINISHED PERFORATED
SOFFIT PANEL
1 1/2" GALVANIZED METAL
FURRING @ 12" O.C.

BRICK VENEER
AIR SPACE
R-10 RIGID INSULATION
FLUID-APPLIED AIR/MOISTURE
BARRIER
1/2" EXTERIOR SHEATHING

8" GALVANIZED METAL STUDS,
SEE STRUCTURAL

FILL STUD CAVITY SOLID WITH
SPRAY FOAM INSULATION

PREFINISHED STOREFRONT
WINDOW SYSTEM

SMOOTH FACE CMU SILL BLOCK
UNIT

CONCRETE FOOTING, SEE
STRUCTURAL

CEILING AS SCHEDULED

5/8" GYPSUM WALL BOARD

STEEL BEAM, SEE STRUCTURAL

METAL DECK, SEE STRUCTURAL

BAR JOIST, SEE STRUCTURAL

R-40 RIGID INSULATION

2 1/2" GALVANIZED METAL
STUDS @ 16" O.C.

PREFINISHED STANDING SEAM METAL ROOF

UNDERLAYMENT/WATERPROOF
BARRIER/SHEET MEMBRANE

SPRAY FOAM INSULATION (R-10) AT UNDERSIDE
OF ROOF DECK

4X8X16 NOMINAL
SMOOTH FACE
CMU

BRICK VENEER
SOLDIER COURSE

NURSE MGR.
A26

10'-0"

4"
4"

8"

SOLAR SHADING CANOPY - TYPE "A", SEE
SHEET AS202

1'-3"

3'-
0"

2"

EXTEND GYPSUM WALL BOARD TO DECK AND SEAL

AS604
2

AS604
1

AS142
4

2'-6"

CONCRETE SLAB, SEE
STRUCTURAL DRAWINGS

FILL UNDERSIDE OF DECK W/ SPRAY FOAM INSULATION
AND TRIM TO PROVIDE FLUSH SURFACE- PROVIDE 1/2"
EXTERIOR SHEATHING CLOSURE , EXTEND TO DECK AND
SEAL- APPLY SHEET MEMBRANE AIR/ MOISTURE BARRIER ,
EXTEND 4" MINIMUM ONTO DECK AND FASTEN TOP EDGE
W/ GALVANIZED ANCHOR BAR AND FASTENERS @ 12" O.C.

APPROXIMATE LINE OF GRADE, SEE CIVIL

THRU WALL FLASHING WITH WEEP HOLES AT
24" O.C. - TURN UP WALL 8" MINIMUM AND
SECURE TOP EDGE WITH TERMINATION BAR -
APPLY CONTINUOUS BEAD OF MASTIC AT
TOP EDGE OF TERMINATION BAR

GROUT FILL SOLID

BRICK VENEER ROWLOCK BAND
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WALL SECTIONS

4218

3/4" = 1'-0"AS310

3 TYPICAL EXTERIOR CMU WALL AT EAVE

3/4" = 1'-0"AS310

1 EXTERIOR WALL AT EAVE
3/4" = 1'-0"AS310

2 EXTERIOR WALL AT GABLE

SCALE: 3/4" = 1'-0"

0 8" 1'-4" 2'-8"
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